
 
 

 

 

 

 

 

7.2.5 b - Energy review to identify 

areas where energy wastage is 

highest (Screenshots) 



 

ENERGY REVIEW  

 

In auditorium, HVAC system (75 TR X 2 Numbers = 150 TR Air-cooled Chiller Plant)  is 

not giving performance not working properly and hence, both chiller plants performance is very 

low and it is resulting in unnecessary power consumption. 

 

 

AIR-COOLED CHILLER PLANT 

 

Efficient chiller plant consumes 150 kW of power approximately. Based on performance 

study, our institution chiller plant consumes 223 kW of power maximum. 

Action to be taken: Chiller plants may be replaced with new one and the air ducts and Air 

Handling Units may be revamped. 



 

CHILLER PLANT PERFORMANCE REVIEW REPORTS 

 


